This document gives pertinent information concerning the reissuance of the VPDES Permit listed below. This permit is being
processed asaMinor, Industrial permit. The discharge results from the release of groundwater collected from underdrain systems of
office buildingsin the Carlyle Development located in Alexandria, Virginia. The effluent limitations and special conditions contained

in this permit will maintain the Water Quality Standards of 9 VAC 25-260-00 et seq.

1.  Facility Name and Mailing Carlyle Development |1 SIC Code: 6512
Address: Carlyle Block B/Block C
Groundwater Management Assoc.
110 Franklin Road, S.E.
Roanoke, VA 24042
Facility Location: Intersection of Dulaney and Duke City: Alexandria
Streetsin the City of Alexandria
Fecility Contact Name: Lloyd Clingenpeel Telephone Number: 540-981-4909
2. Permit Number: VA0090107 Expiration Date: 21 January 2009
Other VPDES Permits: Not Applicable
Other Permits: Not Applicable
E2/E3/E4 Status: Not Applicable
3.  Owner Name: Carlyle Block B/Block C Groundwater Management Association
Owner Contact/Title: Lloyd Clingenpeel Telephone Number: 540-981-4909
President of Association
4.  Application Complete Date: 14 January 2009
Permit Drafted By: Doug Frasier and Anna Westernik Date Drafted: 9 February 2009
Draft Permit Reviewed By: Alison Thompson Date Reviewed: 12 February 2009
Public Comment Period: Start Date: 5 June 2009 End Date; 6 July 2009
5. Receiving Waters Information:  See Attachment 1 for the Flow Frequency Determination
Receiving Stream Name: Storm Sewer to Old Cameron Run
Drainage Areaat Outfall: 53.1 square miles River Mile: 0.25
Stream Basin: Potomac River Subbasin: Potomac River
Section: 6 Stream Class: I
Specia Standards: b,y Waterbody ID: VAN-A13R
7Q10 Low Flow: 0.0MGD 7Q10 High Flow: 0.0MGD
1Q10 Low Flow: 0.0MGD 1Q10 High Flow: 0.0MGD
Harmonic Mean Flow: 0.0MGD 30Q5 Flow: 0.0MGD
303(d) Listed: No 30Q10 Flow: 0.0MGD
TMDL Approved: Y es —downstream (PCB TMDL) Date TMDL Approved: 31 October 2007
6.  Statutory or Regulatory Basis for Special Conditions and Effluent Limitations:
v’ State Water Control Law EPA Guidelines
_ v CleanWater Act Y Water Quality Standards
¥ VPDES Permit Regulation ____ Other
L EPA NPDES Regulation
7.  Licensed Operator Requirements: Not Applicable
8. Reliahility Class: Not Applicable
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Permit Characterization:
v Private V' Effluent Limited Possible I nterstate Effect
o Federal v Water Quality Limited o Compliance Schedule Required
o State o Toxics Monitoring Program Required - Interim Limits in Permit
o POTW o Pretreatment Program Required o Interim Limits in Other Document
o TMDL - o

Wastewater Sources and Treatment Description:

Previous land use included arail yard, scrap yard, lumberyard, landfill, warehouses, greenhouses and a shopping area. The 75
acre property, divided into 16 blocks of land (Blocks “A” though “P”) has been redeveloped into mixed commercial and
residential.

This has been along-term cleanup site. Groundwater encountered in Blocks A, B and C was determined to be contaminated
with benzene, toluene, ethylbenzene, xylene, tetrachloroethylene (PCE), trichloroethylene (TCE) and some daughter products of
these volatile organic compounds. The source(s) of groundwater contamination at the Carlyle Development have never been
fully identified. BTEX isthought to have come from either a service station or a car dealership located along Duke Street. PCE
and TCE are also thought to have originated from a service station, car dealership or dry cleaning operation along Duke
Street or King Street. BTEX and PCE were the main constituents detected at the site. TCE, (1,1) DCA, (cis-1,2) DCE, (1,1,1)
TCA and (1,2) Dichloroethane were also detected at very low concentrations.

On 31 January 1996, VDPES Permit No. VA0089176 was issued for Carlyle|. This permit covered the generation of
wastewater along Blocks A, B, and C. However, the only building constructed was the Time Life Building situated on the
northwest corner of Block B. Wastewater was generated from construction dewatering and use of an underdrain/sump system
for the building garage. The permit established requirements for wastewater discharge under the VPDES program but did not
establish remediation goals, criteriaor endpointsfor the site.

On 12 January 1999, VPDES Permit No. VA0090107 was issued for Carlyle Il for lotslocated on Blocks B and C. On 20 April
2001, the Carlyle |1 VPDES permit VA0090107 was modified, resulting in the elimination of the Carlyle | treatment system and
the associated surface water discharge permit. The groundwater flow from Carlyle | was diverted to the Carlyle |1 treatment
system.

The system was installed entirely below grade and primarily consisted of a 3,200 gallon wet well, acontrol room and an air
dispersal and exchange system. The system was designed to run continuously ; however, discharges only occurred when the
water in the wet well reached the high level probe (at least once per month). The treatment system was designed to remove
chlorinated solvents and other volatile organic chemicals (VOCs) from the groundwater and transfer them into the vapor phase
through aeration.

The permittee ceased operation of the treatment system in May 2005. The decision was based on two years of influent data
indicating that pollutant concentration levels were consistently below the permit discharge limits. Discharges currently occur to
relieve the hydrostatic pressure beneath the parking garages.

Ouitfall 001 dischargesto a storm sewer located on Dulaney Street approximately 20 feet northwest of the treatment system.
This storm sewer then follows Jamieson Avenue southwest until it emptiesinto Old Cameron Run.

See Attachment 2 for the NPDES Permit Rating Worksheet.
See Attachment 3 for afacility schematic/diagram.

TABLE 1
OUTFALL DESCRIPTION
Outfall . Outfall
N Discharge Sources Treatment Max 30-day Flow L atitude and Longitude
Recovered groundwater from sumps 38°48' 17" N
001 | peneath office/residential buildings, | ¢ 'tém 10 above. 0.0 MGD 77° 08 47 W

See Attachment 4 — Topographic Map No. 204D (Alexandria).
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11. Sludge Treatment and Disposal Methods: There isno sewage sludge generated at thisfacility.
12. Intakes and Monitoring Stationsin Vicinity of Discharge:
(See Attachment 5 for all dischargeslocated within Waterbody VAN-A13R)
TABLE 2
INTAKES & MONITORING STATION LOCATIONS
River Mile Description Latitude / Longitude
. : 38°47'56" N
0.38 Hooff Run VA Concrete Industrial Water Withdrawal 77° 03 40" W
. ) o . 38°47'23' N
0.01 Hunting Creek DEQ Monthly Ambient Monitoring Station LAHUT000.01 77003 06" W

13. Material Storage: No materials are stored at thissite.

14. Sitelnspection: See Attachment 6 for asummary of the site inspection conducted on 16 March 2004.

15. Receiving Stream Water Quality and Water Quality Standards:

a Ambient Water Quality Data

There is no monitoring data available for the receiving stream. The nearest DEQ ambient monitoring station is
1aHUTO000.01, located on Hunting Creek at the George Washington Parkway bridge crossing; approximately 1.2 miles
downstream from the location at which Outfall 001 discharges into Old Cameron Run.

There are downstream impairments for Polychlorinated biphenyls (PCBs) and E. coli bacteriafor Hooff Run and Hunting
Creek. The receiving stream, Old Cameron Run, discharges into Hooff Run which in turn dischargesinto Hunting Creek.
The PCB TMDL has been developed and was approved by EPA on 31 October 2007 and includes Hooff Run and Hunting
Creek. The TMDL addressing the bacteriaimpairment for Hunting Creek is scheduled for 2010.

Thisfacility did not receive aWLA for PCBs since it does not discharge the pollutant of concern. Thereisno WLA planned
for the bacteria TMDL due tothe samerationale.

b. Receiving Stream Water Quality Criteria

Part I X of 9 VAC 25-260(360-550) designates classes and special standards applicableto defined Virginiariver basins and
sections. Thereceiving stream Old Cameron Run, is located within Section 6 of the Potomac River Basin and classified as
Class|| water.

Class |1 tidal watersin the Chesapeake Bay and it tidal tributaries must meet dissolved oxygen concentrations as specified in
9 VAC 25-260-185 and maintain apH of 6.0— 9.0 standard units as specified in 9 VAC 25-260-50. In the Northern Virginia
area, Class || waters must meet the Migratory Fish Spawning and Nursery Designated Use from February 1 through May 31.
For the remainder of the year, these tidal waters must meet the Open Water use. The applicable dissolved oxygen
concentrations are presented in Attachment 7.

Attachment 8 details other water quality criteria applicable to the receiving stream.

c. Receiving Stream Special Standards

The State Water Control Board's Water Quality Standards, River Basin Section Tables (9 VAC 25-260-360, 370 and 380)
designates theriver basins, sections, classes and special standards for surface waters of the Commonwealth of Virginia. The
receiving stream, Cameron Run, is located within Section 6 of the Potomac River Basin. This section has been designated with
specia standards of bandy.
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Special Standard 'b' (Potomac Embayment Standards) established effluent standards for all sewage plants discharging into
Potomac River embayments and for expansions of existing plants discharging into non-tidal tributaries of these embayments.
9 VAC 25-415, the Policy for the Potomac Embayments, controls point source discharges of conventional pollutantsinto the
Virginiaembayment waters of the Potomac River, and their tributaries, from the fall line at Chain Bridge in Arlington

County to the Route 301 bridge in King George County. The regulation sets effluent limits for BODs, total suspended solids,
phosphorus, and ammonia to protect the water quality of these high profile waterbodies. The Potomac Embayment Standards
are not applicable since thisindustrial discharge does not contain the pollutants of concern in appreciable amounts.

Special Standard 'y is the chronic anmonia criterion for tidal freshwater Potomac River and tributaries that enter the tidal
freshwater Potomac River from Cockpit Point (below Occoquan Bay) to the fall line at Chain Bridge. During November 1
through February 14 of each year the thirty-day average concentration of total ammonia nitrogen (in mg N/L) shall not exceed,
more than once every three years on the average the following chronic ammoniacriterion:

0.0577 2.487 ;
1 + 107088 PH + 1+ 10P77o%8 ) X 1.45(100'028(25 MAX))

MAX =temperaturein °C or 7, whichever is grester
The default design flow for calculating steady state waste load allocations for this chronic ammonia criterion is the 30Q10,
unless statistically valid methods are employed which demonstrate compliance with the duration and return frequency of this
water quality criterion. This special conditionis not applicable since this discharge does not contain the pollutants of concern
in appreciable amounts.

d. Threatened or Endangered Species

The Virginia DGIF Fish and Wildlife Information System Database was searched for recordsto determineif there are
threatened or endangered speciesin the vicinity of the discharge. The following threatened or endangered species were
identified within a2 mile radius of the discharge: Brook Floater (mussel), Wood Turtle, Upland Sandpiper (song bird),
Loggerhead Shrike (song bird), Henslow’ s Sparrow (song bird), Appalachian Grizzled Skipper (butterfly), Bald Eagle and
Migrant Loggerhead Shrike. The limits proposed in this draft permit are protective of the Virginia Water Quality Standards
and therefore protect the threatened and endangered species found near the discharge.

The stream that the facility dischargesto iswithin areach identified as having an Anadromous Fish Use. It is staff’s best
professional judgment that the proposed limits are protective of this use.

Antidegradation (9 VAC 25-260-30):

All state surface waters are provided one of three levels of antidegradation protection. For Tier 1 or existing use protection,
existing uses of the water body and the water quality to protect these uses must be maintained. Tier 2 water bodies have water
quality that is better than the water quality standards. Significant lowering of the water quality of Tier 2 watersisnot allowed
without an evaluation of the economic and social impacts. Tier 3 water bodies are exceptional waters and are so designated by
regulatory amendment. The antidegradation policy prohibits new or expanded discharges into exceptional waters.

The receiving stream has been classified as Tier 1 based on an evaluation of the flow frequency data, the water quality data from
DEQ Ambient Monitoring Station 1aHUT000.01 and the impairment of Hunting Creek/Cameron Run downstream of the
discharge. The designation of Hunting Creek/Cameron Run from rivermile 2.58 to the confluence with the Potomac River as
being impaired is based on data collected at this monitoring station and fish tissue analysis. The proposed monitoring and
conditions will provide protection and maintenance of existing uses.

Effluent Screening, Wasteload Allocation and Effluent Limitation Development:

To determine water quality-based effluent limitations for a discharge, the suitability of data must first be determined. Datais
suitable for analysis if one or more representative data pointsare equal to or above the quantification level ("QL") and the data
represent the exact pollutant being evaluated.

Next, the appropriate Water Quality Standards (WQS) are determined for the pollutantsin the effluent. Then, the Wasteload
Allocations (WLA s) are calculated. In this case, since the critical flows 7Q10 and 1Q10 have been determined to be zero, the
WLAsare equal to the WQS. The WLA values are then compared with available effluent data to determine the need for effluent
limitations. Effluent limitations are needed if the 97th percentile of the daily effluent concentration valuesis greater than the
acute wasteload allocation or if the 97th percentile of the four-day average effluent concentration valuesis greater than the
chronic wasteload allocation. Effluent limitations are based on the most limiting WLA, the required sampling frequency and
statistical characteristics of the effluent data.
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a Effluent Screening

Effluent data obtained from the Discharge Monitoring Reports (DM Rs) dating from February 2004 through August 2008 has
been reviewed and determined to be suitable for evaluation. This datais located in the reissuancefile.

In addition, the permittee has monitored the influent on amonthly basisfor all constituents and daughter products since
January 2001. Dataindicatesthat all pollutants of concern, excluding Tetrachloroethylene, have been consistently below
detection levels. See Attachment 9.

b. Effluent Limitations and Monitoring of Toxic Pollutants at Outfall 001

9 VAC 25-31-220.D. requires limits be imposed where a discharge has a reasonabl e potential to cause or contribute to anin-
stream excursion of water quality criteria. The VPDES Permit Regulation at 9 VA C 25-31-230.D. requires that monthly and
weekly average limitations be imposed for continuous discharges from POTWs and monthly average and daily maximum
limitations be imposed for all other continuous non-POTW discharges.

1) Benzene, Toluene, Ethylbenzene and Xylene (BTEX):

BTEX are common constituents of gasoline typically found in groundwater asaresult of spillsand/or leaks from
underground gasoline storage tanks. As stated earlier, the exact source of the discovered contamination during the initial
development has not been determined. Since the VirginiaWater Quality Standards do not address acute or chronic
toxicity for BTEX, it was staff’s best professional judgement to apply the limits set forth in the Corrective Action Plan
(CAP) General Permit, 9 VAC 25-120 et seq. during the last reissuance.

On 4 December 2007, the State Water Control Board adopted amendments to the General VPDES Permit Regulation, 9
VAC 25120 et seq. Limitationsfor BTEX were not changed and were set forth as follows:

Pollutant Limit
Benzene 50 ug/L
Toluene 175 pg/L
Ethylbenzene 320 pg/L
Total Xylene 33 ug/L

Influent data (Attachment 9) indicates that the pollutants of concern are not present; such that all constituentsfor BTEX
have been found consistently below detection levels. However, due to the history and presence of these contaminates at
thislocation, it is proposed that the permittee monitor for these pollutants with this reissuance.

2) Metds:
Lead has not been detected in either the effluent or influent during the last permit term. This pollutant wasincluded in the
last reissuance since it was staff’ s best professional judgement that any source of BTEX contamination may have occurred
during the time leaded fuels were in use.
It is proposed that the monitoring requirement be removed with this reissuance.

3) Chlorinated Hydrocarbons:

During the 2004 reissuance, staff also noted that aquatic toxicity criteria had not been promulgated in Virginiafor the
chlorinated hydrocarbons found in the groundwater at Carlyle I1. Therefore, staff utilized the EPA AQUIRE (Aquatic
Toxicity Information Retrieval) and ECOTOX databases to derive the limitations and mo nitoring reguirements.

Influent data submitted with the rei ssuance application revealed that all of the hydrocarbonsincluded in the last permit
term were not present; excluding Tetrachloroethylene (PCE).

Chlorinated hydrocarbons form degradation products through the loss of chlorineions under anaerobic conditions. The
following is an illustration of the pathways from the Handbook of Environmental Contaminants by Chris Shineldecker for
PCE:
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Tetrachloroethylene (PCE)

degrades
to

Trichloroethylene (TCE)

further degrades
to

cis-1,2 Dichloroethylene trans-1,2 Dichloroethylene

degrades
to

Vinyl Chloride

Thereisno acute or chronic water quality criterion for these pollutants; therefore, based on the influent data and
monitoring results during the last permit term, it is staff’ s best professional judgement that the permittee monitor and
report the above pollutant and its degradation products. Thisis further defendable since the permittee conducted sampling
at Outfall 001 and the flow stream emanating from the stormwater box culvert prior to entering Old Cameron Run to
illustrate that the PCE is below detectable limits upon entering the receiving stream (Attachment 10).

To ensure that the af orementioned sampling event consistently shows that PCE is below detectable limits prior to entering
the receiving stream, the permittee shall conduct PCE monitoring at the stormwater box culvert during the first year of
this permit on a quarterly basis. This data shall bein addition to the quarterly DMR submittal. If all sampling results
indicate that PCE is below detectable limits at the stormwater box culvert, this sampling regime shall cease.

c. Effluent Limitations and Monitoring, Outfall 001 — Conventional and Non-Conventional Pollutants

No changes tothe pH limitations are proposed.
pH limitations are set at the water quality criteria.

d. Effluent Limitations and Monitoring Summary

The effluent limitationsand monitoring requirementsare presented in the following table. Limitswere established for pH
and monitoring requirements were established for Benzene, Ethylbenzene, Toluene, Xylene, Tetrachloroethylene,
Trichloroethylene, cis-1,2 Dichloroethylene, Vinyl Chloride and trans-1,2 Dichloroethylene.

Sample Type and Frequency are in accordance with the recommendations in the VPDES Permit.

18. Antibacksliding:

9 VAC 25-31-220.L states that a permit may not be renewed, reissued or modified to contain effluent limitations which are less
stringent than the comparable effluent limitations in the previous permit. However, 9 VAC 25-31-220.L.2. provides exceptions
in which a permit may contain less stringent limitations and continue to protect water quality. The following two instances are

applicableto thisfacility:

a Material and substantial alterations or additions to the permitted facility occurred after permit issuance which justify the
application of aless stringent limitation; and

b. Information is available which was not available at the time of permit issuance and which would have justified the
application of aless stringent effluent limitation at the time of permit issuance.

The permittee provided influent sampling data with this rei ssuance application; consisting of monthly monitoring of all
parameters and daughter products from January 2001 to present. The results indicate that all of the constituents, excluding
Tetrachloroethylene (PCE), are not present at detectable levelsin the groundwater, even after treatment was removed in May
2005. Historically, it has been documented that over time pollutant levelsin groundwater plumes decrease and thisis no
exception.

Given that the treatment system has been taken off-line and the influent data supplied by the permittee, it is staff’ s best
professional judgement that the proposed conditions within this reissuance are consistent with 9 VAC 25-31-220.
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19. Effluent Limitations/Monitoring Requirements:
Design flow from this industrial outfall is0.01 MGD.
Effective Dates: During the period beginning with the permit's effective date and lasting until the expiration date.
BASIS
PARAMETER FOR DISCHARGE LIMITATIONS Rl\IEA(S)L’J\IIII;Igl\?IlE,;]\I(';I'S
LIMITS Monthly Average  Weekly Average Minimum Maximum Frequency* Sample Type

Flow (MGD) NA NL N/A N/A NL 1/Q Estimate
pH 3 N/A N/A 6.0 S.U. 9.0S.U. Q Grab
Benzene 2 N/A N/A N/A NL 1/Q Grab
Ethylbenzene 2 N/A N/A N/A NL 1/Q Grab
Toluene 2 N/A N/A N/A NL 1/Q Grab
Xylene, Total 2 N/A N/A N/A NL 1/Q Grab
Tetrachloroethylene (PCE) 2 N/A N/A N/A NL 1/Q Grab
Trichloroethylene (TCE) 2 N/A N/A N/A NL 1/Q Grab
cis-1,2 Dichloroethylene (cis-1,2 DCE) 2 N/A N/A N/A NL 1/Q Grab
Vinyl Chloride 2 N/A N/A N/A NL Q Grab
trans-1,2 Dichloroethylene 2 N/A N/A N/A NL 1/Q Grab

The basis for the limitations codes are:
1. Federa Effluent Requirements MGD = Million gallons per day. 1/Q = Once every cadendar quarter.
. Best Professiona Judgement N/A = Not applicable.
3. Water Quality Standards NL = No limit; monitor and report.

SU. = Standard units.

Estimate = Reported flow isto be based on the technical evaluation of the sources contributing to the discharge.
Grab=An individua sample collected over aperiod of time not to exceed 15-minutes.

*The permittee shall submit quarterly sampling results for one year.

If al sampling results do not exceed those limits as statedin 21.e. the permittee may submit awritten request t o DEQ-NRO for areduction in the sampling
frequency to once every six (6) months(semi-annually).

The quarterly monitoring periods shall be January through March, April through June, July through September and October through December.
The DMR shall be submitted no later than the 10" day of the month following the monitoring period.

The semi-annua monitoring periods shall be January through June and July through December.
The DMR shall be submitted no later than the 10" day of the month following the monitoring period.
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Other Permit Requirements:

Part |.B. of the permit contains quantification levels and compliance reporting instructions.

9 VAC 25-31-190.L .4.c. requires an arithmetic mean for measurement averaging and 9 VAC 25-31-220.D. requires limits be
imposed where a discharge has a reasonabl e potential to cause or contribute to an in-stream excursion of water quality criteria.
Specific analytical methodologies for toxics are listed in this permit section as well as quantification levels (QLS) necessary to
demonstrate compliance with applicable permit limitations or for use in future evaluations to determine if the pollutant has
reasonabl e potential to cause or contribute to aviolation. Required averaging methodologies are also specified.

Other Special Conditions:

a O&M Manual Requirement. Required by Code of Virginia §62.1-44.19; Sewage Collection and Treatment Regulations, 9
VAC 25790; VPDES Permit Regulation, 9 VAC 25-31-190.E. Before or on 15 October 2009, the permittee shall submit
for approval an Operations and Maintenance (O& M) Manual or a statement confirming the accuracy and completeness of
the current O& M Manual to the Department of Environmental Quality, Northern Regional Office (DEQ-NRO). Future
changes to the facility must be addressed by the submittal of arevised O& M Manual within 90 days of the changes. Non-
compliance with the O& M Manual shall be deemed aviolation of the permit.

b. Water Quality Criteria Reopener. The VPDES Permit Regulation at 9 VAC 25-31-220 D. requires establishment of effluent
limitations to ensure attainment/maintenance of receiving stream water quality criteria. Should effluent monitoring indicate
the need for any water quality-based limitations, this permit may be modified or alternatively revoked and reissued to
incorporate appropriate limitations.

c. Notification Levels. The permittee shall notify the Department as soon as they know or have reason to believe:

(1) That any activity has occurred or will occur which would result in the discharge, on aroutine or frequent basis, of any
toxic pollutant which is not limited in this permit, if that discharge will exceed the highest of the following notification
levels:

(@) One hundred micrograms per liter;

(b) Two hundred micrograms per liter for acrolein and acrylonitrile; five hundred micrograms per liter for
2,4-dinitrophenol and for 2-methyl-4,6-dinitrophenol; and one milligram per liter for antimony;

(c) Fivetimesthe maximum concentration value reported for that pollutant in the permit application; or
(d) Thelevel established by the Board.

(2) That any activity has occurred or will occur which would result in any discharge, on a nonroutine or infrequent basis,
of atoxic pollutant which is not limited in this permit, if that discharge will exceed the highest of the following
notification levels:

(@) Fivehundred micrograms per liter;

(b) One milligram per liter for antimony;

(c) Ten timesthe maximum concentration value reported for that pollutant in the permit application; or
(d) Thelevel established by the Board.

d. Materials Handling/Storage. 9 VAC 25-31-50 A prohibits the discharge of any wastes into State waters unless authorized
by permit. Code of Virginia 862.1-44.16 and 862.1-44.17 authorize the Board to regulate the discharge of industrial waste
or other waste.

e. Effluent Monitoring Freguency. The permittee, after one year of monitoring, may request a reduction in monitoring
frequency to once every six (6) months. If at any time sampling results exceed the following trigger levels, the permittee
shall resample within 15 days of receipt to confirm results. If the subsequent sample confirms the results, the permittee
shall submit for approval a corrective action plan and the sampling frequency will revert back to once per month:

Parameter Trigger Level Basis
Benzene 53 pg/L calculated toxicity
Ethylbenzene 320 pg/L calculated toxicity
Toluene 175 pg/L calculated toxicity
Xylene, Tota 33 pug/L calculated toxicity
Tetrachloroethylene 89 ug/L WQS for Human Health
Trichloroethylene 810 pg/L WQS for Human Health
cs-1,2 Dichloroethylene 70 pg/L Federal drinking water MCL
Vinyl Chloride 61 pg/L WQS for Human Health
trans-1,2 Dichloroethylene 140,000 pg/L WQS for Human Health
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f. TMDL Reopener. Thisspecial conditionisto allow the permit to be reopened if necessary to bring it into compliance with
any applicable TMDL that may be developed and approved for the receiving stream.

Permit Section Part I1. Part 11 of the permit contains standard conditions that appear in all VPDES Permits. In general, these
standard conditions address the responsibilities of the permittee, reporting requirements, testing procedures and records
retention.

Changesto the Permit from the Previously | ssued Per mit:

a.  Special Conditions:
The Submittal of Volatile Organic Compound Analysis special condition was removed with this reissuance.

The Effluent Monitoring Frequency special condition wasincluded with this reissuance.
b. Monitoring and Effluent Limitations:

The Toxics Management Program requirements were removed with this reissuance. Monitoring during the last
permit term did not exhibit any toxicity.

The following pollutants now only require monitoring with this reissuance: Benzene, Ethylbenzene, Toluene,
Xylene and Tetrachloroethylene (PCE) — See Section 18 for a detailed explanation.

The following pollutants have been removed with this reissuance: Chlorobenzene, Chloroform, Hardness, Total
Recoverable Lead, 1,1 Dichloroethane (1,1 DCA), 1,2-Dichloroethane, 1,1,1 Trichloroethane (1,1,1 TCA),
Trichlorofluoromethane, Dichlorofluoromethane, 1,1 Dichloroethene, 2,4 Dichlorophenol and Methylene chloride —
See Section 18 for adetailed explanation.

VariancesAlternate Limits or Conditions: None

Public Notice I nfor mati on:

First Public Notice Date: 4 June 2009 Second Public Notice Date: 11 June 2009

Public Notice Information is required by 9 VAC 25-31-280 B. All pertinent informationis on file and may be inspected and copied
by contacting the: DEQ Northern Regional Office, 13901 Crown Court, Woodbridge, VA 22193; Telephone No. (703) 583-3837,
Anna W esternik@deqg.virginia.gov. See Attachment 11 for acopy of the public notice document.

Persons may comment in writing or by email to the DEQ on the proposed permit action, and may request a public hearing, during
the comment period. Comments shall include the name, address, and telephone number of the writer, and shall contain a complete,
concise statement of the factual basis for comments. Only those comments received within this period will be considered. The
DEQ may decideto hold apublic hearing if public responseissignificant. Requestsfor public hearings shall state the reason why a
hearing is requested, the nature of the issues proposed to be raised in the public hearing and a brief explanation of how the
requester'sinterests would be directly and adversely affected by the proposed permit action. Following the comment period, the
Board will make adetermination regarding the proposed permit action. This determination will become effective, unless the DEQ
grantsapublic hearing. Due notice of any public hearing will be given.

303 (d) Listed Stream Segments and Total Max. Daily Loads (TMDL):

Downstream impairments due to PCBs and bacteria have been noted. However, thisfacility did not nor will receiveaWLA for
either of these pollutants of concern due to the nature of the discharge.

Additional Comments:
Previous Board Action(s): None.

Staff Comments: This permit was not reissued prior to the expiration date since the facility ownership
changed and the application was not received by the required date.

Public Comment: No comments were received during the public notice period.

EPA Checklist: The checklist can be found in Attachment 12.
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MEMORANDUM

VIRGINIA WATER CONTROL BOARD
OFFICE OF WATER RESOURCES MANAGEMENT
P. 0. Box 11143 Richmond, VA 23230

SUBJECT: 7Q10 FOR HOOFF RUN - VIRGINIA CONCRETE - ALEXANDRIA

TO: LYLE ANNE COLLIER - NRO
Sl N

FROM: E.W. MORROW ‘i | ‘. .. - .

DATE APRIL 15, 1992

COPIES:  RAG, CHM, MDP

THE 7Q10 FOR HOOFF RUN WAS DEVELOPED USING THE PIKE BRANCH
AT ALEXANDRIA GAGE (USGS# 01653210). THIS PARTIAL GAGE HAS A
DRAINAGE AREA (D.A.) OF 2.65 SQ.MI. AND A 7Q10 OF 0.0 CFS.

THE D.A. AT THE VIRGINIA CONCRETE - ALEXANDRIA DISCHARGE ON
HOOFF RUN IS 1.55 SQ.MI. AND HAS A 7Q10 OF 0.0 CFS.

BY LOOKING AT THE TOPOGRAPHIC MAP, IT IS POSSIBLE THAT HOOFF
RUN IS TIDAL AT THE DISCHARGE POINT AND IF SO, THE FRESHWATER
INFLOW WILL BE 0.0 CFS AT CRITICAL FLOWS. EMBAYMENT STUDIES FOR
HUNTING CREEK BY NORTHERN VIRGINIA PDC AND BY VIMS SHOULD BE
REFERRED TO CONCERNING ANY DISCHARGES INTO THIS TIDAL EMBAYMENT.

IF I CAN BE OF ANY FURTHER ASSISTANCE , PLEASE CALL ME AT (804)
527-5126.

—_—
ri}3515~;\\\\
o N

A=A ~a2 AN AN\ A



Fact Sheet Attachment VA0090107
NPDES PERMIT RATING WORK SHEET

Regular Addition

Discretionary Addition

. Score change, but no status Change
Deletion

VPDES NO.: VA0090107

Facility Name: Carlyle Development Il
City / County: Alexandria
Receiving Water: Old Cameron Run
Reach Number:

Is this facility a steam electric power plant (sic =4911) with one or Is this permit for a municipal separate storm sewer serving a

more of the following characteristics? population greater than 100,000?
1. Power output 500 MW or greater (not using a cooling pond/lake) . YES; score is 700 (stop here)
2. A nuclear power Plant NO; (Continue)

3. Cooling water discharge greater than 25% of the receiving stream’s 7Q10
flow rater

|:| Yes; score is 600 (stop here) NO; (continue)

FACTOR 1: Toxic Pollutant Potential
PCS SIC Code: Primary Sic Code: 6512 Other Sic Codes:

Industrial Subcategory Code: 000 (Code 000 if no subcategory)

Determine the Toxicity potential from Appendix A. Be sure to use the TOTAL toxicity potential column and check one)
Toxicity Group Code  Points Toxicity Group  Code Points Toxicity Group Code Points

e sweams 00 []= 3 15 (]~ 7 3
[z 1 5 []4 4 20 []e 8 40
[[]2 2 10 [[]s 5 25 HE 9 45

[ ]e 6 30 [ ] 10 10 50

Code Number Checked: 0
Total Points Factor 1: 0

FACTOR 2: Flow/Stream Flow Volume (Complete either Section A or Section B; check only one)

Section A — Wastewater Flow Only considered Section B — Wastewater and Stream Flow Considered
Wastewater '_I'ype Code Points Wastewater _Type Percent of Instream Wastewater Concentration at
(see Instructions) . (see Instructions) Receiving Stream Low Flow
Type I: Flow <5 MGD 11 0 Code Points
Flow 5 to 10 MGD 1 12 10 Type III: <10% 1 s 0
Flow>10t050MGD [ | 13 20 10%to<50% | | 42 10
Flow > 50 MGD ] 14 30 > 50% ] 43 20
Typell:  Flow < 1MGD ] 22 10 Type II: <10% 1 s1 0
Flow 1 to 5 MGD ] 22 20 10%t0<50% | | 52 20
Flow > 5 to 10 MGD ] 23 30 >50 % Y 53 30
Flow > 10 MGD | 24 50 o
Type Il Flow < 1 MGD ] = 0
Flow 1 to 5 MGD ] 32 10
Fow>5t010MGD | | 33 20
Flow > 10 MGD ] sa 30
Code Checked from Section A or B: 53
Total Points Factor 2: 30

Attachment 2



Fact Sheet Attachment

A. Oxygen Demanding Pollutants: (check one) |:|

Permit Limits: (check one)

Permit Limits: (check one)

C. Nitrogen Pollutants: (check one)

Permit Limits: (check one)

VA0090107
NPDES PERMIT RATING WORK SHEET
FACTOR 3: Conventional Pollutants
(only when limited by the permit)
BOD |:| COD Other: VOCs
Code Points
< 100 Ibs/day 1 0
100 to 1000 Ibs/day 2 5
> 1000 to 3000 Ibs/day 3 15
> 3000 Ibs/day 4 20
Code Number Checked: 1
Points Scored: 0
B. Total Suspended Solids (TSS)
Code Points
< 100 Ibs/day 1 0
100 to 1000 Ibs/day 2 5
> 1000 to 5000 Ibs/day 3 15
> 5000 Ibs/day 4 20
Code Number Checked: NA
Points Scored: 0
|:| Ammonia |:| Other:
Nitrogen Equivalent Code Points
< 300 Ibs/day 1 0
300 to 1000 Ibs/day 2 5
> 1000 to 3000 Ibs/day 3 15
> 3000 Ibs/day 4 20
Code Number Checked: NA
Points Scored: 0
Total Points Factor 3: 0

FACTOR 4: Public Health Impact

Is there a public drinking water supply located within 50 miles downstream of the effluent discharge (this include any body of water to which
the receiving water is a tributary)? A public drinking water supply may include infiltration galleries, or other methods of conveyance that

[]

ultimately get water from the above reference supply.

YES; (If yes, check toxicity potential number below)

NO; (If no, go to Factor 5)

Determine the Human Health potential from Appendix A. Use the same SIC doe and subcategory reference as in Factor 1. (Be sure to use
the Human Health toxicity group column — check one below)

Code Points

No process
waste streams 0 0

Toxicity Group

[]
|:| 1. 1 0
[] 2. 2 0

Toxicity Group  Code Points
3. 3 0

OO0

Code Number Checked:
Total Points Factor 4:

Attachment 2
Page 2 of 4
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Fact Sheet Attachment VA0090107
NPDES PERMIT RATING WORK SHEET

FACTOR 5: Water Quality Factors
A Is (or will) one or more of the effluent discharge limits based on water quality factors of the receiving stream (rather than technology-
* base federal effluent guidelines, or technology-base state effluent guidelines), or has a wasteload allocation been to the discharge

Code Points

YES 1 10
|:| NO 2 0

B. Isthe receiving water in compliance with applicable water quality standards for pollutants that are water quality limited in the permit?

Code Points

YES 1 0
|:| NO 2 5

Does the effluent discharged from this facility exhibit the reasonable potential to violate water quality standards due to whole effluent
toxicity?

Code Points

|:| YES 1 10
NO 2 0

Code Number Checked: A 1 B 1 C 2
Points Factor 5: A 10 + B 0 + C 0 = 10

FACTOR 6: Proximity to Near Coastal Waters

A. Base Score: Enter flow code here (from factor 2) 53
Check appropriate facility HPRI code (from PCS): Enter the multiplication factor that corresponds to the flow code:
HPRI# Code HPRI Score Flow Code Multiplication Factor
[] 1 1 20 11,31, or 41 0.00
12,32, or 42 0.05
[] 2 2 0 13, 33, or 43 0.10
14 0r 34 0.15
3 3 30 21 or 51 0.10
22 or52 0.30
[] 4 4 0 23 or 53 0.60
24 1.00
[] 5 5 20
HPRI code checked : 3
Base Score (HPRI Score): 30 X (Multiplication Factor) 0.6 = 18
B. Additional Points — NEP Program C. Additional Points — Great Lakes Area of Concern
For a facility that has an HPRI code of 3, does the facility For a facility that has an HPRI code of 5, does the facility
discharge to one of the estuaries enrolled in the National discharge any of the pollutants of concern into one of the Great
Estuary Protection (NEP) program (see instructions) or the Lakes’ 31 area’s of concern (see instructions)?
Chesapeake Bay?
Code Points Code Points

1 10 . 1 10
. 2 0 2 0

Code Number Checked: A 3 B 1 C 2
Points Factor 6: A 18 + B 10 + C 0 = 28
Attachment 2
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Fact Sheet Attachment

NPDES PERMIT RATING WORK SHEET

SCORE SUMMARY

Factor Description Total Points
1 Toxic Pollutant Potential 0
2 Flows / Streamflow Volume 30
3 Conventional Pollutants 0
4 Public Health Impacts 0
5 Water Quality Factors 10
6 Proximity to Near Coastal Waters 28
TOTAL (Factors 1 through 6) 68
S1. Isthe total score equal to or grater than 80 |:| YES; (Facility is a Major) NO

S2. If the answer to the above questions is no, would you like this facility to be discretionary major?

NO

|:| YES; (Add 500 points to the above score and provide reason below:

VA0090107

Reason:
NEW SCORE : 68
OLD SCORE : 68

Permit Reviewer's Name :
Phone Number:
Date:

Attachment 2
Page 4 of 4

Douglas Frasier

703-583-3873

30 January 2009
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Storm Water Industrial

Permit No Facility Receiving Stream
VAR051762 |Gordon Recycling Limited Liability Corporation Backlick Run
VAR051000 |Robinson Terminal Warehouse Corp - Wimsatt Road Backlick Run
VAR051034 |Roadway Express Incorporated Cameron Run
VAR051075 |Covanta Alexandria Arlington Incorporated Cameron Run, UT
VAR051098 |WMATA - Alexandria Metro Rail Yard Cameron Run
VAR051067 |US Postal Service - Alexandria Vehicle Maintenance Taylor Run
VARO051116 |Federal Express Corporation NDVA Station Cameron Run, UT
VAR051503 |Alexandria ASA Advanced Wastewater Treatment Plant Hunting Creek/Hoof Run
Concrete
Permit No Facility Receiving Stream
VAG110009 [Virginia Concrete Company Inc - Springfield Indian Run, UT
VAG110086 [Virginia Concrete Company Inc - Alexandria Backlick Run, UT
Petroleum
Permit No Facility Receiving Stream
VAG830277 [Lee High School Long Branch Creek
VAG830090 [Aalans Service Incorporated Tripps Run
VAG830289 [Carlyle Center Limited Liability Corporation Cameron Run
VAG830181 [National Linen Service Backlick Run
VAG830281 |Fannon Petroleum Services Inc - 1300 Duke Street Hoofs Run
Car Wash
Permit No Facility Receiving Stream
VAG750124 |Enterprise Rent A Car - Alexandria Holmes Run, UT
Individual Permits
Permit No Facility Name Location Address 1 Receiving Stream
VA0089109 [US Army - Cameron Station 170 Cameron Station Blvd [Baclick Run
VA0025160 [Alexandria ASA Advanced Wastewater Treatment Plant 1500 Eisenhower Ave Hunting Creek
VA0090107 [Carlyle Development II Dulaney and Duke St Old Cameron Run




March 21, 2004

Mr. Gibson Barbee

Engineer Environmentad Desgn
Carlyle Development 11

110 Franklin Rd SE

Roanoke, VA 24042

Re: Carlyle Development I, Permit VA0090107

Dear Mr. Barbee:

Enclosed is a copy of the technical inspection report generated from observations made on March 16, 2004 while
performing a site ingpection at the Carlyle Development |1 ste. The compliance/monitoring staff would like to thank
your gaff for their time and assstance during the inspection.

A summary for the technical ingpection and review of the monthly DMR and attachments is enclosed. Please submit in
writing a progress report to this office by April 16, 2004 for the items addressed in the summary.

If you have any questions or comments concerning this report, please fed free to contact me at the Northern Virginia
Regiond Office at (703) 583-3833 or by E-mail at twnelson@deg.state.va.us.

Sincerdly,

Terry Nelson
Environmenta Specidist |1

CC: Permits/ DMR File
Compliance Manager
Inspections File
OWPS - Bill Purcdl



DEQ
WASTEWATER FACILITY INSPECTION REPORT

EFFLUENT LIMITS: SPECIFY UNITS Units are :g/l unless otherwise speci

PREFACE
VPDES/State Certification No. (RE) Issuance Date Amendment Date Expiration Date
VA0090107 01/22/2004 01/21/2009
Facility Name Address Telephone Number
Carlyle Development 11 Duke and Delaney Street, Alexandria VA | None on site
Owner Name Address Telephone Number
Norfolk Southern Railroad 110 Franklin Road SE, Roanoke, VA 540-981-5183
Responsible Officia Title Telephone Number
Jeff Barnes Engineer, Environmental Operations 540-981-5183
Responsible Operator Operator Cert. Class/number Telephone Number
Not required N/A N/A
TYPE OF FACILITY:
DOMESTIC INDUSTRIAL
Federal Major Major Primary
Non-federa Minor Minor X Secondary
INFLUENT CHARACTERISTICS: DESIGN:
Flow 0.04MGD
Population Served N/A
Connections Served Groundwater Remediation |
BODs N/A |
TSS N/A |

fied. Additional parameters areincluded in the DMR

Parameter Min. Avg. Max. Parameter Min. Avg. Max.
Flow (MGD) NL NL 1,11 NL
Trichloroethane
pH (su.) 6 9 Tetrachloroethylen 79
e
Hardness (mg/l) NL NL Toluene
Trichloroethylene NL Lead, Total Rec
Ethylbenzene 320 Xylene
Benzene 50 1,2 Dichlor oethane
Receiving Stream Old Cameron Run
Basin Potomac
Discharge Point (LAT) 38°48" 16'
Discharge Point (LONG) 77°03" 47




VPDES NO. VA0090107

Problems identified at last inspection: Corrected Not Corrected
1. No previous inspections of this remediation system have been performed. [ 1] [ ]
2. [ ] [ ]
3. [ ] [ ]
4 [ ] [ ]
5 [ ] [ ]
6 [ ] [ ]
7 [ ] [ ]
8 [ ] [ ]
9 [ ] [ ]
10. [ ] [ ]
SUMMARY
Comments:

This permit includes the discharge from VA0089176 and an additional remediation discharge. Permit VA0089176
was for Carlyle Development Blocks A, B, and C on Jamieson Avenue. Permit VA0090107 is Carlyle Development
Il on Dulaney Street. Carlyle VA0089176 was inspected on November 30,2000. The following recommendations
were also noted in the inspection for VA0089176.

Recommendations for action:

1) The flow meter needs to be calibrated by a qualified technician. This calibration should be done on an
annual basis and the records maintained by the facility.

2) The site inspection form includes the pH of the effluent, but not the time collected nor time analyzed. The
facility is reminded that the pH values for DMR reporting are to be analyzed within 15 minutes of collection.
All pH values taken onsite are to be used for reporting and the total number of pH values analyzed is to be
reported in the frequency of analysis column on the DMR.

3) Need calibration records for pH meter used for onsite analysis.

4) The Chain of Custody (COC) for the 01/09/2004 sample does not indicate if the dissolved lead sample was
filtered in the field. All dissolved metals samples for VPDES reporting are to be field filtered. Footnote 7 of
40 CFR 136.3 states that "Samples should be filtered immediately onsite before adding preservative for
dissolved metals." Footnote 4 of the same section defines immediately as within 15 minutes of sample
collection.

5) The COC needs to clearly state the preservation of each of the samples. This may require that various types
of effluent samples be identified on separate lines of the COC with the appropriate preservation noted.

6) Table 1.3 in the O&M manual has an invalid phone number for VA DEQ.



Dissolved Oxygen Criteria (9 VAC 25-260-185)

Designated Use

Criteria Concentration/Duration

Temporal Application

Migratory fish spawning and
nursery

7-day mean > 6 mg/L
(tidal habitats with 0-0.5 ppt salinity)

I nstantaneous minimum> 5 mg/L

February 1 - May 31

Open-water-?

30-day mean > 5.5 mg/L
(tidal habitats with 0-0.5 ppt salinity)

30-day mean > 5 mg/L
(tidal habitats with >0.5 ppt salinity)

7-day mean > 4 mg/L

I nstantaneous minimum > 3.2 mg/L at
temperatures < 29°C

I nstantaneous minimum > 4.3 mg/L at
temperatures > 29°C

Y ear-round

Deep-water

30-day mean >3 mg/L

1-day mean > 2.3 mg/L

Instantaneous minimum > 1.7 mg/L

June 1-September 30

Deep-channel

I nstantaneous minimum > 1 mg/L

June 1-September 30

1See subsection aa of 9 VAC 25-260-310 for site specific seasonal open-water dissolved oxygen criteria

applicableto the tidal Mattaponi and Pamunkey Rivers and their tidal tributaries.

%In applying this open-water instantaneous criterion to the Chesapeake Bay and itstidal tributaries where
the existing water quality for dissolved oxygen exceeds an instantaneous minimum of 3.2 mg/L, that
higher water quality for dissolved oxygen shall be provided antidegradation protection in accordance
with section 30 subsection A.2 of the Water Quality Standards.




FRESHWATER
WATER QUALITY CRITERIA / WASTELOAD ALLOCATION ANALYSIS

Facility Name: Carlyle Development Il Permit No.. VA0090107

Receiving Stream: Old Cameron Run Version: OWP Guidance Memo 00-2011 (8/24/00)

Stream Information Stream Flows Mixing Information Effluent Information

Mean Hardness (as CaCO3) = mg/L 1Q10 (Annual) = 0 MGD Annual - 1Q10 Mix = 0% Mean Hardness (as CaCO3) = 50 mg/L
90% Temperature (Annual) = deg C 7Q10 (Annual) = 0 MGD - 7Q10 Mix = 0% 90% Temp (Annual) = deg C
90% Temperature (Wet season) = deg C 30Q10 (Annual) = 0 MGD - 30Q10 Mix = 0% 90% Temp (Wet season) = deg C
90% Maximum pH = SuU 10Q10 (Wet season) = 0 MGD Wet Season - 1Q10 Mix = 0% 90% Maximum pH = 7.7 SU

10% Maximum pH = SuU 30010 (Wet season) 0 MGD - 30Q10 Mix = 0% 10% Maximum pH = SuU

Tier Designation (1 or 2) = 1 30Q5 = 0 MGD Discharge Flow = 0.01 MGD
Public Water Supply (PWS) Y/N? = n Harmonic Mean = 0 MGD

Trout Present Y/N? = n Annual Average = 0 MGD

Early Life Stages Present Y/N? = n

Parameter Background Water Quality Criteria Wasteload Allocations Antidegradation Baseline Antidegradation Allocations Most Limiting Allocations

(ug/l unless noted) Conc. Acute | Chronic |HH (PWS)l HH Acute | Chronic | HH (PWS)l HH Acute | Chronic |HH (PWS)l HH Acute | Chronicl HH (PWS) | HH Acute Chronic | HH (PWS) | HH
Acenapthene 0 - - na 2.7E+03 - - na 2.7E+03 - - - - - - - - - - na 2.7E+03
Acrolein 0 -- -- na 7.8E+02 -- -- na 7.8E+02 -- -- -- -- -- -- -- -- -- -- na 7.8E+02
Acrylonitrile® 0 - - na 6.6E+00 - - na 6.6E+00 - - - - - - - - - - na 6.6E+00
Aldrin © 0 3.0E+00 - na 1.4E-03 | 3.0E+00 - na 1.4E-03 - - - - - - - - 3.0E+00 - na 1.4E-03
Ammonia-N (mg/l)

(Yearly) 0 1.44E+01 5.81E+00 na - 1.4E+01 5.8E+00 na - - - - - - - - - 14E+01 5.8E+00 na -
Ammonia-N (mg/l)

(High Flow) 0 1.44E+01 5.81E+00 na - 1.4E+01 5.8E+00 na - - - - - - - - - 1.4E+01  5.8E+00 na -
Anthracene 0 - - na 1.1E+05 - - na 1.1E+05 - - - - - - - - - - na 1.1E+05
Antimony 0 - - na 4.3E+03 - - na 4.3E+03 - - - - - - - - - - na 4.3E+03
Arsenic o 3.4E+02  1.5E+02 na - 3.4E+02 1.5E+02 na - - - - - - - - - 3.4E+02  1.5E+02 na -
Barium 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --
Benzene © 0 - - na 7.1E+02 - - na 7.1E+02 - - - - - - - - - - na 7.1E+02
Benzidine® 0 - - na 5.4E-03 - - na 5.4E-03 - - - - - - - - - - na 5.4E-03
Benzo (a) anthracene © 0 - - na 4.9E-01 - - na 4.9E-01 - - - - - - - - - - na 4.9E-01
Benzo (b) fluoranthene © 0 - - na 4.9E-01 - - na 4.9E-01 - - - - - - - - - - na 4.9E-01
Benzo (k) fluoranthene © 0 - - na 4.9E-01 - - na 4.9E-01 - - - - - - - - - - na 4.9E-01
Benzo (a) pyrene © 0 - - na 4.9E-01 - - na 4.9E-01 - - - - - - - - - - na 4.9E-01
Bis2-Chloroethyl Ether 0 -- -- na 1.4E+01 -- -- na 1.4E+01 -- -- -- -- -- -- -- -- -- -- na 1.4E+01
Bis2-Chloroisopropyl Ether 0 -- -- na 1.7E+05 -- -- na 1.7E+05 -- -- -- -- -- -- -- -- -- -- na 1.7E+05
Bromoform © 0 - - na 3.6E+03 - - na 3.6E+03 - - - - - - - - - - na 3.6E+03
Butylbenzylphthalate 0 -- -- na 5.2E+03 -- -- na 5.2E+03 -- -- -- -- -- -- -- -- -- -- na 5.2E+03
Cadmium 0 1.8E+00  6.6E-01 na - 1.8E+00 6.6E-01 na - - - - - - - - - 1.8E+00  6.6E-01 na -
Carbon Tetrachloride © 0 - - na 4.4E+01 - - na 4.4E+01 - - - - - - - - - - na 4.4E+01
Chlordane 0 2.4E+00  4.3E-03 na 2.2E-02 | 2.4E+00 4.3E-03 na 2.2E-02 - - - - - - - - 2.4E+00  4.3E-03 na 2.2E-02
Chloride 0 8.6E+05  2.3E+05 na - 8.6E+05 2.3E+05 na - - - - - - - - - 8.6E+05  2.3E+05 na -
TRC 0 1.9E+01 1.1E+01 na - 1.9E+01 1.1E+01 na - - - - - - - - - 1.9E+01 1.1E+01 na -
Chlorobenzene 0 -- -- na 2.1E+04 -- -- na 2.1E+04 -- -- -- -- -- -- -- -- -- -- na 2.1E+04

page 1 of 4
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Parameter Background Water Quality Criteria Wasteload Allocations Antidegradation Baseline Antidegradation Allocations Most Limiting Allocations

(ug/l unless noted) Conc. Acute | Chronic |HH (PWS)l HH Acute | Chronic | HH (PWS) HH Acute | Chronic |HH (PWS) HH Acute | Chronicl HH (PWS) HH Acute Chronic | HH (PWS) HH
Chlorodibromomethane® 0 - - na 3.4E+02 - - na 3.4E+02 - - - - - - - - - - na 3.4E+02
Chioroform © 0 - - na 2.9E+04 - - na 2.9E+04 - - - - - - - - - - na 2.9E+04
2-Chloronaphthalene 0 -- -- na 4.3E+03 -- -- na 4.3E+03 -- -- -- -- -- -- -- -- -- -- na 4.3E+03
2-Chlorophenol 0 -- -- na 4.0E+02 -- -- na 4.0E+02 -- -- -- -- -- -- -- -- -- -- na 4.0E+02
Chlorpyrifos 0 8.3E-02 4.1E-02 na - 8.3E-02 4.1E-02 na - - - - - - - - - 8.3E-02 4.1E-02 na -
Chromium IlI 0 3.2E+02  4.2E+01 na - 3.2E+02 4.2E+01 na - - - - - - - - - 3.2E+02 4.2E+01 na -
Chromium VI 0 1.6E+01 1.1E+01 na - 1.6E+01 1.1E+01 na - - - - - - - - - 1.6E+01 1.1E+01 na -
Chromium, Total 0 - - na - - - na - - - - - - - - - - - na -
Chrysene ¢ 0 - - na 4.9E-01 - - na 4.9E-01 - - - - - - - - - - na 4.9E-01
Copper 0 7.0E+00 5.0E+00 na - 7.0E+00 5.0E+00 na - - - - - - - - - 7.0E+00  5.0E+00 na -
Cyanide 0 2.2E+01 5.2E+00 na 2.2E+05 | 2.2E+01 5.2E+00 na 2.2E+05 - - - - - - - - 2.2E+01  5.2E+00 na 2.2E+05
DDD © 0 - - na 8.4E-03 - - na 8.4E-03 - - - - - - - - - - na 8.4E-03
DDE © 0 - - na 5.9E-03 - - na 5.9E-03 - - - - - - - - - - na 5.9E-03
DDT © 0 1.1E+00  1.0E-03 na 5.9E-03 | 1.1E+00 1.0E-03 na 5.9E-03 - - - - - - - - 1.1E+00  1.0E-03 na 5.9E-03
Demeton 0 - 1.0E-01 na - - 1.0E-01 na - - - - - - - - - - 1.0E-01 na -
Dibenz(a,h)anthracene 0 - - na 4.9E-01 - - na 4.9E-01 - - - - - - - - - - na 4.9E-01
Dibutyl phthalate 0 -- -- na 1.2E+04 -- -- na 1.2E+04 -- -- -- -- -- -- -- -- -- -- na 1.2E+04
Dichloromethane

(Methylene Chloride) © 0 - - na 1.6E+04 - - na 1.6E+04 - - - - - - - - - - na 1.6E+04
1,2-Dichlorobenzene 0 - - na 1.7E+04 - - na 1.7E+04 - - - - - - - - - - na 1.7E+04
1,3-Dichlorobenzene 0 - - na 2.6E+03 - - na 2.6E+03 - - - - - - - - - - na 2.6E+03
1,4-Dichlorobenzene 0 - - na 2.6E+03 - - na 2.6E+03 - - - - - - - - - - na 2.6E+03
3,3-Dichlorobenzidine® 0 - - na 7.7E-01 - - na 7.7E-01 - - - - - - - - - - na 7.7E-01
Dichlorobromomethane © 0 - - na 4.6E+02 - - na 4.6E+02 - - - - - - - - - - na 4.6E+02
1,2-Dichloroethane © 0 - - na 9.9E+02 - - na 9.9E+02 - - - - - - - - - - na 9.9E+02
1,1-Dichloroethylene 0 -- - na 1.7E+04 -- -- na 1.7E+04 -- -- -- - -- - - -- - -- na 1.7E+04
1,2-trans-dichloroethylene 0 -- - na 1.4E+05 -- -- na 1.4E+05 -- -- -- - -- - - -- - -- na 1.4E+05
2,4-Dichlorophenol 0 -- - na 7.9E+02 -- -- na 7.9E+02 -- -- -- - -- - - -- - -- na 7.9E+02
2,4-Dichlorophenoxy

acetic acid (2,4-D) 0 - - na - - - na - - - - - - - - - - - na -
1,2-Dichloropropane® 0 -- - na 3.9E+02 -- -- na 3.9E+02 -- -- -- - -- - - -- - -- na 3.9E+02
1,3-Dichloropropene 0 - - na 1.7E+03 - - na 1.7E+03 - - - - - - - - - - na 1.7E+03
Dieldrin © 0 2.4E-01 5.6E-02 na 1.4E-03 2.4E-01 5.6E-02 na 1.4E-03 - - - - - - - - 2.4E-01 5.6E-02 na 1.4E-03
Diethyl Phthalate 0 -- - na 1.2E+05 -- -- na 1.2E+05 -- -- -- - -- - - -- - -- na 1.2E+05
Di-2-Ethylhexyl Phthalate © 0 - - na 5.9E+01 - - na 5.9E+01 - - - - - - - - - - na 5.9E+01
2,4-Dimethylphenol 0 - - na 2.3E+03 - - na 2.3E+03 - - - - - - - - - - na 2.3E+03
Dimethyl Phthalate 0 - - na 2.9E+06 - - na 2.9E+06 - - - - - - - - - - na 2.9E+06
Di-n-Butyl Phthalate 0 - - na 1.2E+04 - - na 1.2E+04 - - - - - - - - - - na 1.2E+04
2,4 Dinitrophenol 0 - - na 1.4E+04 - - na 1.4E+04 - - - - - - - - - - na 1.4E+04
2-Methyl-4,6-Dinitrophenol 0 - - na 7.65E+02 - - na 7.7E+02 - - - - - - - - - - na 7.7E+02
2,4-Dinitrotoluene 0 - - na 9.1E+01 - - na 9.1E+01 - - - - - - - - - - na 9.1E+01
Dioxin (2,3,7,8-

tetrachlorodibenzo-p-

dioxin) (ppa) 0 - - na 1.2E-06 - - na na - - - - - - - - - - na na
1,2-Diphenylhydrazine® 0 - - na 5.4E+00 - - na 5.4E+00 - - - - - - - - - - na 5.4E+00
Alpha-Endosulfan 0 22E-01  5.6E-02 na 2.4E+02 | 2.2E-01 5.6E-02 na 2.4E+02 - - - - - - - - 22E-01 5.6E-02 na 2.4E+02
Beta-Endosulfan 0 22E-01  5.6E-02 na 2.4E+02 | 2.2E-01 5.6E-02 na 2.4E+02 - - - - - - - - 22E-01 5.6E-02 na 2.4E+02
Endosulfan Sulfate 0 - - na 2.4E+02 - - na 2.4E+02 - - - - - - - - - - na 2.4E+02
Endrin 0 8.6E-02  3.6E-02 na 8.1E-01 | 86E-02 3.6E-02 na 8.1E-01 - - - - - - - - 86E-02  3.6E-02 na 8.1E-01
Endrin Aldehyde 0 - -- na 8.1E-01 - - na 8.1E-01 - - - -- - -- -- - -- - na 8.1E-01
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Parameter Background Water Quality Criteria Wasteload Allocations Antidegradation Baseline Antidegradation Allocations Most Limiting Allocations

(ug/l unless noted) Conc. Acute | Chronic |HH (PWS)l HH Acute | Chronic | HH (PWS) HH Acute | Chronic |HH (PWS) HH Acute | Chronicl HH (PWS) HH Acute Chronic | HH (PWS) HH
Ethylbenzene 0 -- -- na 2.9E+04 -- -- na 2.9E+04 -- -- -- -- -- -- -- -- -- -- na 2.9E+04
Fluoranthene 0 -- -- na 3.7E+02 -- -- na 3.7E+02 -- -- -- -- -- -- -- -- -- -- na 3.7E+02
Fluorene 0 -- -- na 1.4E+04 -- -- na 1.4E+04 -- -- -- -- -- -- -- -- -- -- na 1.4E+04
Foaming Agents 0 -- - na - -- -- na - -- - - - - - - - - - na -
Guthion 0 - 1.0E-02 na - - 1.0E-02 na - - - - - - - - - - 1.0E-02 na -
Heptachlor © 0 5.2E-01  3.8E-03 na 2.1E-03 | 5.2E-01 3.8E-03 na 2.1E-03 - - - - - - - - 5.2E-01  3.8E-03 na 2.1E-03
Heptachlor Epoxide® 0 5.2E-01  3.8E-03 na 1.1E-03 | 5.2E-01 3.8E-03 na 1.1E-03 - - - - - - - - 5.2E-01  3.8E-03 na 1.1E-03
Hexachlorobenzene® 0 - - na 7.7E-03 - - na 7.7E-03 - - - - - - - - - - na 7.7E-03
Hexachlorobutadiene® 0 - - na 5.0E+02 - - na 5.0E+02 - - - - - - - - - - na 5.0E+02
Hexachlorocyclohexane

Alpha-BHC® 0 - - na 1.3E-01 - - na 1.3E-01 - - - - - - - - - - na 1.3E-01
Hexachlorocyclohexane

Beta-BHC® 0 - - na 4.6E-01 - - na 4.6E-01 - - - - - - - - - - na 4.6E-01
Hexachlorocyclohexane

Gamma-BHC® (Lindane) 0 9.5E-01 na na 6.3E-01 9.5E-01 - na 6.3E-01 - - - - - - - - 9.5E-01 - na 6.3E-01
Hexachlorocyclopentadiene 0 - - na 1.7E+04 - - na 1.7E+04 - - - - - - - - - - na 1.7E+04
Hexachloroethane® 0 -- -- na 8.9E+01 -- -- na 8.9E+01 - - - - - - - - - - na 8.9E+01
Hydrogen Sulfide 0 -- 2.0E+00 na - -- 2.0E+00 na - -- -- -- - -- - - -- - 2.0E+00 na -
Indeno (1,2,3-cd) pyrene © 0 - - na 4.9E-01 - - na 4.9E-01 - - - - - - - - - - na 4.9E-01
Iron 0 - - na - - - na - - - - - - - - - - - na -
Isophorone® 0 -- - na 2.6E+04 - - na 2.6E+04 - - - -- - -- -- - -- - na 2.6E+04
Kepone 0 - 0.0E+00 na - - 0.0E+00 na - - - - - - - - - - 0.0E+00 na -
Lead 0 49E+01  5.6E+00 na - 4.9E+01 5.6E+00 na - - - - - - - - - 49E+01  5.6E+00 na -
Malathion 0 - 1.0E-01 na - - 1.0E-01 na - - - - - - - - - - 1.0E-01 na -
Manganese 0 - - na - - - na - - - - - - - - - - - na -
Mercury 0 14E+00  7.7E-01 na 5.1E-02 | 1.4E+00 7.7E-01 na 5.1E-02 - - - - - - - - 1.4E+00  7.7E-01 na 5.1E-02
Methyl Bromide 0 - - na 4.0E+03 - - na 4.0E+03 - - - - - - - - - - na 4.0E+03
Methoxychlor 0 - 3.0E-02 na - - 3.0E-02 na - - - - - - - - - - 3.0E-02 na -
Mirex 0 - 0.0E+00 na - - 0.0E+00 na - - - - - - - - - - 0.0E+00 na -
Monochlorobenzene 0 - - na 2.1E+04 - - na 2.1E+04 - - - - - - - - - - na 2.1E+04
Nickel 0 10E+02  1.1E+01 na 46E+03 | 1.0E+02 1.1E+01 na 4.6E+03 - - - - - - - - 1.0E+02  1.1E+01 na 4.6E+03
Nitrate (as N) 0 - - na - - - na - - - - - - - - - - - na -
Nitrobenzene 0 - - na 1.9E+03 - - na 1.9E+03 - - - - - - - - - - na 1.9E+03
N-Nitrosodimethylamine® 0 - - na 8.1E+01 - - na 8.1E+01 - - - - - - - - - - na 8.1E+01
N-Nitrosodiphenylamine® 0 - - na 1.6E+02 - - na 1.6E+02 - - - - - - - - - - na 1.6E+02
N-Nitrosodi-n-propylamine® 0 - - na 1.4E+01 - - na 1.4E+01 - - - - - - - - - - na 1.4E+01
Parathion 0 6.5E-02  1.3E-02 na - 6.5E-02 1.3E-02 na - - - - - - - - - 6.5E-02  1.3E-02 na -
PCB-1016 0 - 1.4E-02 na - - 1.4E-02 na - - - - - - - - - - 1.4E-02 na -
PCB-1221 0 - 1.4E-02 na - - 1.4E-02 na - - - - - - - - - - 1.4E-02 na -
PCB-1232 0 - 1.4E-02 na - - 1.4E-02 na - - - - - - - - - - 1.4E-02 na -
PCB-1242 0 - 1.4E-02 na - - 1.4E-02 na - - - - - - - - - - 1.4E-02 na -
PCB-1248 0 - 1.4E-02 na - - 1.4E-02 na - - - - - - - - - - 1.4E-02 na -
PCB-1254 0 - 1.4E-02 na - - 1.4E-02 na - - - - - - - - - - 1.4E-02 na -
PCB-1260 0 - 1.4E-02 na - - 1.4E-02 na - - - - - - - - - - 1.4E-02 na -
PCB Total® 0 - - na 1.7E-03 - - na 1.7E-03 - - - - - - - - - - na 1.7E-03
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Parameter Background Water Quality Criteria Wasteload Allocations Antidegradation Baseline Antidegradation Allocations Most Limiting Allocations
(ug/l unless noted) Conc. Acute | Chronic |HH (PWS)l HH Acute | Chronic | HH (PWS) HH Acute | Chronic |HH (PWS) HH Acute | Chronicl HH (PWS) HH Acute Chronic | HH (PWS) HH
Pentachlorophenol © 0 7.7E-03  5.9E-03 na 8.2E+01 | 7.7E-03 5.9E-03 na 8.2E+01 - - - - - - - - 7.7E-03  5.9E-03 na 8.2E+01
Phenol 0 -- -- na 4.6E+06 -- -- na 4.6E+06 -- -- -- -- -- -- -- -- -- -- na 4.6E+06
Pyrene 0 - - na 1.1E+04 - - na 1.1E+04 - - - - - - - - - - na 1.1E+04
Radionuclides (pCi/l
except Beta/Photon) - - na - - - na - - - - - - - - - - - na -
Gross Alpha Activity 0 -- -- na 1.5E+01 -- -- na 1.5E+01 -- -- -- -- -- -- -- -- -- -- na 1.5E+01
Beta and Photon Activity
(mrem/yr) 0 - - na 4.0E+00 - - na 4.0E+00 - - - - - - - - - - na 4.0E+00
Strontium-90 0 -- - na 8.0E+00 -- -- na 8.0E+00 -- -- -- - -- - - -- - -- na 8.0E+00
Tritium 0 -- - na 2.0E+04 -- -- na 2.0E+04 -- -- -- - -- - - -- - -- na 2.0E+04
Selenium 0 2.0E+01 5.0E+00 na 1.1E+04 | 2.0E+01 5.0E+00 na 1.1E+04 - - - - - - - - 2.0E+01 5.0E+00 na 1.1E+04
Silver 0 1.0E+00 -- na -- 1.0E+00 -- na -- -- -- -- -- -- -- -- -- 1.0E+00 -- na --
Sulfate 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --
1,1,2,2-Tetrachloroethane® 0 - - na 1.1E+02 -- -- na 1.1E+02 - - - - -- - - - - - na 1.1E+02
Tetrachloroethylene® 0 - - na 8.9E+01 - - na 8.9E+01 - - - - - - - - - - na 8.9E+01
Thallium 0 -- - na 6.3E+00 -- -- na 6.3E+00 -- -- -- - -- - - -- - -- na 6.3E+00
Toluene 0 -- - na 2.0E+05 -- -- na 2.0E+05 -- -- -- - -- - - -- - -- na 2.0E+05
Total dissolved solids 0 -- - na - -- -- na - -- -- -- - -- - - -- - -- na --
Toxaphene ¢ 0 7.3E-01 2.0E-04 na 7.5E-03 7.3E-01 2.0E-04 na 7.5E-03 - - - - - - - - 7.3E-01 2.0E-04 na 7.5E-03
Tributyltin 0 4.6E-01 6.3E-02 na - 4.6E-01 6.3E-02 na - - - - - - - - - 4.6E-01 6.3E-02 na -
1,2,4-Trichlorobenzene 0 -- -- na 9.4E+02 -- -- na 9.4E+02 -- -- -- -- -- -- -- -- -- -- na 9.4E+02
1,1,2-Trichloroethane® 0 - - na 4.2E+02 - - na 4.2E+02 - - - - - - - - - - na 4.2E+02
Trichloroethylene © 0 - - na 8.1E+02 - - na 8.1E+02 - - - - - - - - - - na 8.1E+02
2,4,6-Trichlorophenol © 0 - - na 6.5E+01 - - na 6.5E+01 - - - - - - - - - - na 6.5E+01
2-(2,4,5-Trichlorophenoxy)
propionic acid (Silvex) 0 - - na - - - na - - - - - - - - - - - na -
Vinyl Chioride® 0 - - na 6.1E+01 - - na 6.1E+01 - - - - - - - - - - na 6.1E+01
Zinc 0 6.5E+01 6.6E+01 na 6.9E+04 | 6.5E+01 6.6E+01 na 6.9E+04 - - - - - - - - 6.5E+01  6.6E+01 na 6.9E+04
Notes: Metal Target Value (SSTV) [Note: do not use QL's lower than the
1. All concentrations expressed as micrograms/liter (ug/l), unless noted otherwise Antimony 4.3E+03 minimum QL's provided in agency
2. Discharge flow is highest monthly average or Form 2C maximum for Industries and design flow for Municipals Arsenic 9.0E+01 guidance
3. Metals measured as Dissolved, unless specified otherwise Barium na
4. "C" indicates a carcinogenic parameter Cadmium 3.9E-01
5. Regular WLAs are mass balances (minus background concentration) using the % of stream flow entered above under Mixing Information. Chromium IlI 2.5E+01
Antidegradation WLAs are based upon a complete mix. Chromium VI 6.4E+00
6. Antideg. Baseline = (0.25(WQC - background conc.) + background conc.) for acute and chronic Copper 2.8E+00
= (0.1(WQC - background conc.) + background conc.) for human health Iron na
7. WLAs established at the following stream flows: 1Q10 for Acute, 30Q10 for Chronic Ammonia, 7Q10 for Other Chronic, 30Q5 for Non-carcinogens, Lead 3.4E+00
Harmonic Mean for Carcinogens, and Annual Average for Dioxin. Mixing ratios may be substituted for stream flows where appropriate. Manganese na
Mercury 5.1E-02
Nickel 6.8E+00
Selenium 3.0E+00
Silver 4.2E-01
Zinc 2.6E+01
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Lancaster ]
4' L aboratories Analysis Report

2425 MNew Holland Pike, PO Box 12425, Lancaster, PA 17605-2425 = 717-656-2300 Fax:717-656-2681+ www.lancasterlabs.com

ANALYTICAL RESULTS
Prepared for:
Camp Dresser & McKee, Inc.
3715 Northside Pkwy NW
Northcreek 300 Suite 400
Atlanta GA 30327
404-720-1400
Prepared by:
Lancaster Laboratories
2425 New Holland Pike
Lancaster, PA 17605-2425

April 28, 2009

SAMPLE GROUP

The sample group for this submittal is 1142119. Samples arrived at the laboratory on Saturday, April 25,
2009.

Client Description Lancaster L abs Number
MILL-01 Grab Water Sample 5655825

MILL-01 DUP Grab Water Sample 5655826

MAN-01 Grab Water Sample 5655827

MAN-01 DUP Grab Water Sample 5655828

Trip Blank Water Sample 5655829
METHODOLOGY

The specific methodol ogies used in obtaining the enclosed analytical results are indicated on the
Laboratory Chronicle.

ELECTRONIC Camp Dresser & McKeg, Inc. Attn: Robert Huguenard
COPY TO



Lancaster ]
4' L aboratories Analysis Report

2425 MNew Holland Pike, PO Box 12425, Lancaster, PA 17605-2425 = 717-656-2300 Fax:717-656-2681+ www.lancasterlabs.com

Questions? Contact your Client Services Representative
Barbara A Weyandt at (717) 656-2300

Respectfully Submitted,

Mg M Gstst

Susan M. Goshert
Group Leader
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Analysis Report

2425 New Holland Pike, PO Box 12425, Lancaster, PA 17605-2425 »717-656-2300 Fax:717-656-2681+ www.lancasterlabs.com

Pagelof 1
Lancaster Laboratories Sample No. WW 5655825 Group No. 1142119
VA
MILL-01] Grab Water Sample
Carlyle
Collected: 04/24/2009 09:30 by VA Account Number: 00442
Submitted: 04/25/2009 10:00 Camp Dresser & McKee, Inc.
Reported: 04/28/2009 at 11:40 3715 Northside Pkwy NW
Discard: 05/13/2009 Northcreek 300 Suite 400
Atlanta GA 30327
MILL1
As Received
CAT . As Received Method Dilution
No. Analysis Name CAS Number Result Detection Limit Factor
SW-846 8260B GC/MS Volatiles ug/1 ug/1
07582 Tetrachloroethene 127-18-4 N.D. 0.8 1
General Sample Comments
All QC is compliant unless otherwise noted. Please refer to the Quality
Control Summary for overall QC performance data and associated samples.
Laboratory Chronicle
CAT Analysis Name Method Trial# Batch# Analysis Analyst Dilution
No. Date and Time Factor
07582 PPL + Xylene (total) by SW-846 8260B 1 LO0911722A 04/27/2009 20:58 Daniel H Heller 1
8260
01163 GC/MS VOA Water Prep SW-846 5030B 1 LO091172AA 04/27/2009 20:58 Daniel H Heller 1
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Analysis Report

2425 New Holland Pike, PO Box 12425, Lancaster, PA 17605-2425 »717-656-2300 Fax:717-656-2681+ www.lancasterlabs.com

Pagelof 1
Lancaster Laboratories Sample No. WW 5655826 Group No. 1142119
VA
MILL-01] DUP Grab Water Sample
Carlyle
Collected: 04/24/2009 09:30 by VA Account Number: 00442
Submitted: 04/25/2009 10:00 Camp Dresser & McKee, Inc.
Reported: 04/28/2009 at 11:40 3715 Northside Pkwy NW
Discard: 05/13/2009 Northcreek 300 Suite 400
Atlanta GA 30327
MIL1D
As Received
CAT . As Received Method Dilution
No. Analysis Name CAS Number Result Detection Limit Factor
SW-846 8260B GC/MS Volatiles ug/1 ug/1
07582 Tetrachloroethene 127-18-4 N.D. 0.8 1
General Sample Comments
All QC is compliant unless otherwise noted. Please refer to the Quality
Control Summary for overall QC performance data and associated samples.
Laboratory Chronicle
CAT Analysis Name Method Trial# Batch# Analysis Analyst Dilution
No. Date and Time Factor
07582 PPL + Xylene (total) by SW-846 8260B 1 LO0911722A 04/27/2009 21:19 Daniel H Heller 1
8260
01163 GC/MS VOA Water Prep SW-846 5030B 1 LO091172AA 04/27/2009 21:19 Daniel H Heller 1
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Analysis Report

2425 New Holland Pike, PO Box 12425, Lancaster, PA 17605-2425 »717-656-2300 Fax:717-656-2681+ www.lancasterlabs.com

Pagelof 1
Lancaster Laboratories Sample No. WW 5655827 Group No. 1142119
VA
MAN-01 Grab Water Sample
Carlyle
Collected: 04/24/2009 10:30 by VA Account Number: 00442
Submitted: 04/25/2009 10:00 Camp Dresser & McKee, Inc.
Reported: 04/28/2009 at 11:40 3715 Northside Pkwy NW
Discard: 05/13/2009 Northcreek 300 Suite 400
Atlanta GA 30327
01MAN
As Received
CAT . As Received Method Dilution
No. Analysis Name CAS Number Result Detection Limit Factor
SW-846 8260B GC/MS Volatiles ug/1 ug/1
07582 Tetrachloroethene 127-18-4 8 0.8 1
General Sample Comments
All QC is compliant unless otherwise noted. Please refer to the Quality
Control Summary for overall QC performance data and associated samples.
Laboratory Chronicle
CAT Analysis Name Method Trial# Batch# Analysis Analyst Dilution
No. Date and Time Factor
07582 PPL + Xylene (total) by SW-846 8260B 1 LO0911722A 04/27/2009 21:41 Daniel H Heller 1
8260
01163 GC/MS VOA Water Prep SW-846 5030B 1 LO091172AA 04/27/2009 21:41 Daniel H Heller 1
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Analysis Report

2425 New Holland Pike, PO Box 12425, Lancaster, PA 17605-2425 »717-656-2300 Fax:717-656-2681+ www.lancasterlabs.com

Pagelof 1
Lancaster Laboratories Sample No. WW 5655828 Group No. 1142119
VA
MAN-01 DUP Grab Water Sample
Carlyle
Collected: 04/24/2009 10:30 by VA Account Number: 00442
Submitted: 04/25/2009 10:00 Camp Dresser & McKee, Inc.
Reported: 04/28/2009 at 11:40 3715 Northside Pkwy NW
Discard: 05/13/2009 Northcreek 300 Suite 400
Atlanta GA 30327
1DMAN
As Received
CAT . As Received Method Dilution
No. Analysis Name CAS Number Result Detection Limit Factor
SW-846 8260B GC/MS Volatiles ug/1 ug/1
07582 Tetrachloroethene 127-18-4 8 0.8 1
General Sample Comments
All QC is compliant unless otherwise noted. Please refer to the Quality
Control Summary for overall QC performance data and associated samples.
Laboratory Chronicle
CAT Analysis Name Method Trial# Batch# Analysis Analyst Dilution
No. Date and Time Factor
07582 PPL + Xylene (total) by SW-846 8260B 1 LO0911722A 04/27/2009 22:03 Daniel H Heller 1
8260
01163 GC/MS VOA Water Prep SW-846 5030B 1 LO091172AA 04/27/2009 22:03 Daniel H Heller 1
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Analysis Report

2425 New Holland Pike, PO Box 12425, Lancaster, PA 17605-2425 »717-656-2300 Fax:717-656-2681+ www.lancasterlabs.com

Pagelof 1
Lancaster Laboratories Sample No. WW 5655829 Group No. 1142119
VA
Trip Blank Water Sample
Carlyle
Collected: 04/24/2009 Account Number: 00442
Submitted: 04/25/2009 10:00 Camp Dresser & McKee, Inc.
Reported: 04/28/2009 at 11:40 3715 Northside Pkwy NW
Discard: 05/13/2009 Northcreek 300 Suite 400
Atlanta GA 30327
CDMTB
As Received
CAT . As Received Method Dilution
No. Analysis Name CAS Number Result Detection Limit Factor
SW-846 8260B GC/MS Volatiles ug/1 ug/1
07582 Tetrachloroethene 127-18-4 N.D. 0.8 1
General Sample Comments
All QC is compliant unless otherwise noted. Please refer to the Quality
Control Summary for overall QC performance data and associated samples.
Laboratory Chronicle
CAT Analysis Name Method Trial# Batch# Analysis Analyst Dilution
No. Date and Time Factor
07582 PPL + Xylene (total) by SW-846 8260B 1 LO0911722A 04/27/2009 19:08 Daniel H Heller 1
8260
01163 GC/MS VOA Water Prep SW-846 5030B 1 LO091172AA 04/27/2009 19:08 Daniel H Heller 1
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2425 New Holland Pike, PO Box 12425, Lancaster, PA 17605-2425 +717-656-2300 Fax:717-656-2681+ www.lancasterlabs.com

Page 1 of 1
Quality Control Summary

Client Name: Camp Dresser & McKee, Inc. Group Number: 1142119
Reported: 04/28/09 at 11:40 AM
Matrix QC may not be reported if site-specific QC samples were not
submitted. 1In these situations, to demonstrate precision and accuracy at
a batch level, a LCS/LCSD was performed, unless otherwise specified in the
method.

Laboratory Compliance Quality Control

Blank Blank Report LCS LCSD LCS/LCSD
Analysis Name Result MDL Units %SREC %REC Limits RPD RPD Max
Batch number: L091172AA Sample number (s): 5655825-5655829
Tetrachloroethene N.D. 0.8 ug/1 102 101 79-115 1 30

Sample Matrix Quality Control

Unspiked (UNSPK) = the sample used in conjunction with the matrix spike
Background (BKG) = the sample used in conjunction with the duplicate

MS MSD MS/MSD RPD BKG DUP DUP Dup RPD
Analysis Name %REC %REC Limits RPD MAX Conc Conc RPD Max
Batch number: L091172AA Sample number(s): 5655825-5655829 UNSPK: P654687
Tetrachloroethene 114 80-128

Surrogate Quality Control
Surrogate recoveries which are outside of the QC window are confirmed
unless attributed to dilution or otherwise noted on the Analysis Report.
Analysis Name: PPL + Xylene (total) by 8260
Batch number: L091172AA
Dibromofluoromethane 1,2-Dichloroethane-d4 Toluene-ds 4 -Bromofluorobenzene

5655825 101 99 101 99
5655826 102 98 102 100
5655827 101 98 103 99
5655828 102 98 102 99
5655829 101 98 102 100
Blank 103 99 102 100
LCS 103 97 103 103
LCSD 102 97 103 103
MS 103 99 103 103
Limits: 80-116 77-113 80-113 78-113

*- Qutside of specification
(1) The result for one or both determinations was less than five times the LOQ.
(2) The unspiked result was more than four times the spike added.
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Acct. # :!HZ Group# ||'_~j'?_|| i

For Lancaster Laboratories use only

Please print. Instructions on reverse side correspond with circled numbers.

1

Client: CDm

Preservation Codes

FSC:

For Lab Use Only

Sample#sm COC # 2109065

Y

Acct. #: i ?
. . . Preservation Codes
Project Name/#: CARLYLE PWSID #: 3 o ot
Project Manager: 598 MG NARD P.O#: NS N-HNO, . B=NaOK
ta =Pty = er
Sampler: VAn£S3A ARy GMZO/ v MICAATLAE G ote 3 5
Name of state where samples were coliected: VA { };\
~+
=
& Remarks
MiLL-0) | X X 13[X
MILL-0T DUP 0930 X X | |2]X
NfN-0] 1930 |X X| [3]%
Mil-0 Dup 030 | X X| 31X
TP Blaniic v MEPE
-1#!1"357.'»:*
Turnaround Time Requested (TAT) (please circle): Normal Rush G )/ Daté LTi Received by: Date [Time @
(Rush TAT is subject to Lancaster Laboratories approval and surcharge.) g j G i ! - Z
Date results are needed: : o Date | Time R —~ d by: Date [Ti
Rush results requested by (please circle): Phone Fax E-mail mqw m—\s— Di ale 'm_e eceived by: / ate |lime
Phone # 404 -720- 1400 Fax#: bz'/""“ M 102411259
E-mail address: Relinguished by: Date | Time | Received by: Date [Time
) Data Package Options {please circle if required) SDG Complete? /
Type | (validation/NJ Reg) TXTRRP-13 No Relinquished by: Date ! Time | Received by: Date [Time
Type Il (Tier I} MAMCP _ CTRCP
Type IIl (Reduced NJ) Site-specific QC (MS/MSD/Dup)? Yes
Type IV (CLP SOW) 41 yes, indiate G sampte and subm bipicats yolume.] Relinquished by: Date | Time Recelved by: Date [fime
Type VI {(Raw Data Only} Internal COC Required? Yes / No Hé 0 W Jhe Dq o0

Lancaster Laborateries, Inc., 2425 New Holland Pike, Lancaster, PA 17601 {717) 656-2300 Fax: (717) 656 EGG
Copies: White and yellow should accompany samples to Lancaster Laborateries. The pink copy should be retained by the ciient.

2102.03



ﬂ} Lancaster Laborafories
4 2425 New Holland Pike ®» Lancaster, PA 17601
Environmental Sample Administration
Receipt Documentation Log

Client/Project: CDM Shipping Container Sealed: @ NO
. <
Date of Receipt: LlLZ 25 Custody Seal Present * : ‘@ NO
Time of Receipt: {O.00
* Custody seal was intact unless otherwise noted in the
‘:50 /L discrepancy section

Source Code:
Unpacker Emp. No.: 2 Package: Not Chilled

Temperature of Shipping Containers
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Lancaster Laboratories
Explanation of Symbols and Abbreviations

The following defines common symbols and abbreviations used in reporting technical data:

N.D. none detected BMQL Below Minimum Quantitation Level
TNTC  Too Numerous To Count MPN Most Probable Number
V) International Units CP Units cobalt-chloroplatinate units
umhos/cm micromhos/cm NTU nephelometric turbidity units
C  degrees Celsius F  degrees Fahrenheit
Cal (diet) calories Ib. pound(s)
meq milliequivalents kg kilogram(s)
g gram(s) mg milligram(s)
ug microgram(s) | liter(s)
ml milliliter(s) ul microliter(s)
m3 cubic meter(s) fib >5 um/ml  fibers greater than 5 microns in length per mi

< less than — The number following the sign is the limit of quantitation, the smallest amount of analyte which can
be reliably determined using this specific test.

> greater than

ppm parts per million — One ppm is equivalent to one milligram per kilogram (mg/kg), or one gram per million grams.
For aqueous liquids, ppm is usually taken to be equivalent to milligrams per liter (mg/l), because one liter of
water has a weight very close to a kilogram. For gases or vapors, one ppm is equivalent to one microliter of

gas per liter of gas.
ppb parts per billion

Dry weight
basis

Results printed under this heading have been adjusted for moisture content. This increases the analyte weight
concentration to approximate the value present in a similar sample without moisture.

U.S. EPA data qualifiers:

Organic Qualifiers Inorganic Qualifiers

A TIC is a possible aldol-condensation product B Value is <CRDL, but =IDL

B  Analyte was also detected in the blank E  Estimated due to interference

C Pesticide result confirmed by GC/MS M Duplicate injection precision not met

D Compound quatitated on a diluted sample N Spike amount not within control limits

E Concentration exceeds the calibration range of S Method of standard additions (MSA) used
the instrument for calculation

J Estimated value U Compound was not detected

N Presumptive evidence of a compound (TICs only) W Post digestion spike out of control limits

P Concentration difference between primary and * Duplicate analysis not within control limits
confirmation columns >25% + Correlation coefficient for MSA <0.995

U Compound was not detected

X,Y,Z Defined in case narrative

Analytical test results for methods listed on the laboratories’ accreditation scope meet all requirements of NELAC unless
otherwise noted under the individual analysis.

Tests results relate only to the sample tested. Clients should be aware that a critical step in a chemical or microbiological
analysis is the collection of the sample. Unless the sample analyzed is truly representative of the bulk of material involved, the
test results will be meaningless. If you have questions regarding the proper techniques of collecting samples, please contact
us. We cannot be held responsible for sample integrity, however, unless sampling has been performed by a member of our
staff. This report shall not be reproduced except in full, without the written approval of the laboratory.

WARRANTY AND LIMITS OF LIABILITY - In accepting analytical work, we warrant the accuracy of test results for the sample as submitted.
THE FOREGOING EXPRESS WARRANTY IS EXCLUSIVE AND IS GIVEN IN LIEU OF ALL OTHER WARRANTIES, EXPRESSED OR
IMPLIED. WE DISCLAIM ANY OTHER WARRANTIES, EXPRESSED OR IMPLIED, INCLUDING A WARRANTY OF FITNESS FOR
PARTICULAR PURPOSE AND WARRANTY OF MERCHANTABILITY. IN NO EVENT SHALL LANCASTER LABORATORIES BE LIABLE
FOR INDIRECT, SPECIAL, CONSEQUENTIAL, OR INCIDENTAL DAMAGES INCLUDING, BUT NOT LIMITED TO, DAMAGES FOR LOSS
OF PROFIT OR GOODWILL REGARDLESS OF (A) THE NEGLIGENCE (EITHER SOLE OR CONCURRENT) OF LANCASTER
LABORATORIES AND (B) WHETHER LANCASTER LABORATORIES HAS BEEN INFORMED OF THE POSSIBILITY OF SUCH
DAMAGES. We accept no legal responsibility for the purposes for which the client uses the test results. No purchase order or other order
for work shall be accepted by Lancaster Laboratories which includes any conditions that vary from the Standard Terms and Conditions of
Lancaster Laboratories and we hereby object to any conflicting terms contained in any acceptance or order submitted by client.



Public Notice — Environmental Permit

PURPOSE OF NOTICE: To seek public comment on a draft permit from the Department of Environmental Quality
that will allow the release of treated groundwater into a water body in the City of Alexandria, Virginia.

PUBLIC COMMENT PERIOD: June 5, 2009 to 5:00 p.m. on July 6,2009

PERMIT NAME: Virginia Pollutant Discharge Elimination System Permit — Wastewater issued by DEQ, under the
authority of the State Water Control Board

APPLICANT NAME, ADDRESS AND PERMIT NUMBER: Carlyle Block B/Block C Groundwater Management
Association
110 Franklin Road, S.E., Roanoke, VA 24042
VA0090107

NAME AND ADDRESS OF FACILITY: Carlyle Development I
Intersection of Dulaney and Duke Streets in the City of Alexandria

PROJECT DESCRIPTION: Carlyle Block B/Block C Groundwater Management Association has applied for a
reissuance of a permit for the private Carlyle Development Il. The applicant proposes to release treated groundwater
at a rate of 0.01 million gallons per day into a water body. Sludge is not generated at this facility. The facility proposes
to release the treated groundwater in the Old Cameron Run in the City of Alexandria in the Potomac River watershed.
A watershed is the land area drained by a river and its incoming streams. The permit will limit the following pollutants
to amounts that protect water quality: pH, Benzene, Ethylbenzene, Toluene, Xylene, Tetrachloroethylene,
Trichloroethylene, cis -1,2 Dichloroethylene, Vinyl Chloride and trans-1,2 Dichloroethylene.

HOW TO COMMENT AND/OR REQUEST A PUBLIC HEARING: DEQ accepts comments and requests for public
hearing by e-mail, fax or postal mail. All comments and requests must be in writing and be received by DEQ during
the comment period. Submittals must include the names, mailing addresses and telephone numbers of the
commenter/requester and of all persons represented by the commenter/requester. A request for public hearing must
also include: 1) The reason why a public hearing is requested. 2) A brief, informal statement regarding the nature and
extent of the interest of the requester or of those represented by the requestor, including how and to what extent such
interest would be directly and adversely affected by the permit. 3) Specific references, where possible, to terms and
conditions of the permit with suggested revisions. DEQ may hold a public hearing, including another comment period,
if public response is significant and there are substantial, disputed issues relevant to the permit.

CONTACT FOR PUBLIC COMMENTS, DOCUMENT REQUESTS AND ADDITIONAL INFORMATION: The public
may review the documents at the DEQ-Northern Regional Office by appointment.

Name: Douglas Frasier

Address: DEQ-Northern Regional Office, 13901 Crown Court, Woodbridge, VA 22193

Phone: (703) 583-3873 E-mail: Douglas.Frasier@deq.virginia.gov  Fax: (703) 583-3821



Revised 2/2003
State “ Transmittal Checklist” to Assist in Targeting
Municipal and I ndustrial Individual NPDES Draft Permitsfor Review

Part |. State Draft Permit Submission Checklist

In accordance with the MOA established between the Commonwealth of Virginiaand the United States Environmental
Protection Agency, Region |11, the Commonwealth submits the following draft National Pollutant Discharge Elimination System
(NPDES) permit for Agency review and concurrence.

Facility Name: Carlyle Developnent |1
NPDES Permit Number: \VA0090107
Permit Writer Name: Douglas Frasier
Date: 10 February 2009
Major [ ] Minor [X] Industrial [X] Municipal [ ]
I.A. Draft Permit Package Submittal Includes: Yes No N/A

1. Permit Application?

2. Complete Draft Permit (for renewal or first time permit— entire permit, including boilerplate
information)?

XXX [X] X | X

3. Copy of Public Notice?
4. Complete Fact Sheet?
5. A Priority Pollutant Screening to determine parameters of concern?
6. A Reasonable Potential analysis showing calculated WQBEL s?
7. Dissolved Oxygen calculations? X
8. Whole Effluent Toxicity Test summary and analysis? X
9. Permit Rating Sheet for new or modified industrial facilities? X
I.B. Permit/Facility Characteristics Yes No N/A
1. Isthisanew, or currently unpermitted facility? X
2. Areall permissible outfalls (including combined sewer overflow points, non-process water and
storm water) from the facility properly identified and authorized in the permit?
3. Doesthefact sheet or permit contain a description of the wastewater treatment process?
4. Doesthereview of PCS/IDMR datafor at |east the last 3 yearsindicate significant non-
compliance with the existing permit?
5. Hasthere been any change in streamflow characteristics since the last permit was devel oped? X
6. Doesthe permit allow the discharge of new or increased |oadings of any pollutants? X
7. Doesthefact sheet or permit provide adescription of the receiving water body(s) to which the
facility discharges, including information on low/critical flow conditions and X
designated/existing uses?
8. Doesthefacility discharge to a303(d) listed water? X
a Hasa TMDL been developed and approved by EPA for the impaired water? X
b. Doesthe record indicate that the TMDL development is on the State priority list and will X
most likely be developed within the life of the permit?
c. Does the facility discharge a pollutant of concern identified in the TMDL or X

303(d) listed water?

9. Haveany limits been removed, or are any limitsless stringent, than those in the current permit? X

10. Does the permit authorize discharges of storm water? X




1.B. Permit/Facility Characteristics— cont. Yes No N/A

11. Has the facility substantially enlarged or altered its operation or substantially increased its flow X
or production?

12. Arethere any production-based, technol ogy-based effluent limitsin the permit? X

13. Do any water quality-based effluent limit calculations differ from the State’' s standard policies or
procedures?

14. Are any WQBEL s based on an interpretation of narrative criteria?

15. Does the permit incorporate any variances or other exceptions to the State’ s standards or
regulations?

16. Does the permit contain a compliance schedule for any limit or condition?

17. Isthere apotential impact to endangered/threatened species or their habitat by the facility’s X
discharge(s)?

18. Haveimpacts from the discharge(s) at downstream potable water supplies been evaluated? X

19. Isthere any indication that there is significant public interest in the permit action proposed for X
thisfacility?

20. Have previous permit, application, and fact sheet been examined? X




Part I1. NPDES Draft Permit Checklist

Region |11 NPDES Permit Quality Review Checklist — For Non-Municipals
(To be completed and included in the record for all non-POTWs)

I1.A. Permit Cover Page/Administration Yes No N/A
1. Doesthe fact sheet or permit describe the physical location of the facility, including latitude and X
longitude (not necessarily on permit cover page)?
2. Doesthe permit contain specific authorization-to-discharge information (from where to where, by X
whom)?
I1.B. Effluent Limits— General Elements Yes No N/A
1. Doesthefact sheet describe the basis of final limitsin the permit (e.g., that a comparison of
technology and water quality-based limits was performed, and the most stringent limit X
selected)?
2. Doesthefact sheet discuss whether “antibacksliding” provisions were met for any limitsthat are X
less stringent than those in the previous NPDES permit?
11.C. Technology-Based Effluent Limits (Effluent Guidelines & BPJ) Yes No N/A
1. Isthefacility subject to anational effluent limitations guideline (ELG)? X
a. If yes, does the record adequately document the categorization process, including an
) 2 - X
evaluation of whether the facility is a new source or an existing source?
b. If no, does the record indicate that a technol ogy-based analysis based on Best Professional
Judgement (BPJ) was used for all pollutants of concern discharged at treatable X
concentrations?
2. For al limits developed based on BPJ, does the record indicate that the limits are consistent with X
the criteria established at 40 CFR 125.3(d)?
3. Doesthe fact sheet adequately document the cal culations used to develop both ELG and /or BPJ X
technol ogy-based effluent limits?
4. For dl limits that are based on production or flow, does the record indicate that the calculations X
are based on a* reasonable measure of ACTUAL production” for the facility (not design)?
5. Doesthe permit contain “tiered” limitsthat reflect projected increasesin production or flow? X
a. If yes, does the permit require the facility to notify the permitting authority when alternate
: : X
levels of production or flow are attained?
6. Aretechnology-based permit limits expressed in appropriate units of measure (e.g., X
concentration, mass, SU)?
7. Areall technology-based limits expressed in terms of both maximum daily, weekly average, X
and/or monthly average limits?
8. Areany final limitsless stringent than required by applicable effluent limitations guidelines or X
BPJ?
11.D. Water Quality-Based Effluent Limits Yes No N/A
1. Doesthe permit include appropriate limitations consistent with 40 CFR 122.44(d) covering State X
narrative and numeric criteriafor water quality?
2. Doestherecord indicate that any WQBEL s were derived from a completed and EPA approved X
TMDL?
3. Doesthefact sheet provide effluent characteristics for each outfall? X
4. Doesthe fact sheet document that a“reasonable potential” evaluation was performed? X
a. If yes, does the fact sheet indicate that the “ reasonable potential” eval uation was performed
in accordance with the State’ s approved procedures?
b. Does the fact sheet describe the basis for allowing or disallowing in-stream dilution or a X

mixing zone?
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11.D. Water Quality-Based Effluent Limits— cont. Yes No N/A
c. Does the fact sheet present WL A calculation procedures for all pollutants that were found to X
have “reasonable potential” ?
d. Does the fact sheet indicate that the “reasonable potential” and WLA calculations
accounted for contributions from upstream sources (i.e., do calculations include X
ambi ent/background concentrations where data are available)?
e. Does the permit contain numeric effluent limits for all pollutants for which “reasonable
A ; X
potential” was determined?
5. Areall final WQBELsin the permit consistent with the justification and/or documentation X
provided in the fact sheet?
6. For al final WQBELS, are BOTH long-term (e.g., average monthly) AND short-term (e.g., X
maximum daily, weekly average, instantaneous) effluent limits established?
7. Are WQBEL s expressed in the permit using appropriate units of measure (e.g., mass, X
concentration)?
8. Doesthe fact sheet indicate that an “antidegradation” review was performed in accordance with X
the State’ s approved antidegradation policy?
I1.E. Monitoring and Reporting Requirements Yes No N/A
1. Doesthe permit require at least annual monitoring for all limited parameters? X
a. If no, doesthe fact sheet indicate that the facility applied for and was granted a monitoring
waiver, AND, does the permit specifically incorporate this waiver?
2. Doesthe permit identify the physical location where monitoring isto be performed for each X
outfall?
3. Doesthe permit require testing for Whole Effluent Toxicity in accordance with the State's X
standard practices?
I1.F. Special Conditions Yes No N/A
1. Doesthe permit require development and implementation of a Best Management Practices X
(BMP) plan or site-specific BMPs?
a. If yes, does the permit adequately incorporate and require compliance with the BMPs? X
2. If the permit contains compliance schedule(s), are they consistent with statutory and regulatory X
deadlines and requirements?
3. Areother specia conditions (e.g., ambient sampling, mixing studies, TIE/TRE, BMPs, special X
studies) consistent with CWA and NPDES regul ations?
I1.G. Standard Conditions Yes No N/A
1. Doesthe permit contain all 40 CFR 122.41 standard conditions or the State equivaent (or more X
stringent) conditions?
List of Standard Conditions—40 CFR 122.41
Duty to comply Property rights Reporting Requirements
Duty to reapply Duty to provideinformation Planned change
Need to halt or reduce activity Inspections and entry Anticipated noncompliance
not a defense Monitoring and records Transfers
Duty to mitigate Signatory requirement Monitoring reports
Proper O& M Bypass Compliance schedules
Permit actions Upset 24-Hour reporting

Other non-compliance

2. Doesthe permit contain the additional standard condition (or the State equivalent or more
stringent conditions) for existing non-municipal dischargers regarding pollutant notification
levels[40 CFR 122.42(a)]?




Part I11. Signature Page

Based on areview of the data and other information submitted by the permit applicant, and the draft permit and other administrative
records generated by the Department/Division and/or made available to the Department/Division, theinformation provided on this
checklist is accurate and compl ete, to the best of my knowledge.

Name Douglas Frasier
Title Environmental Specialist ||
Signature Q«A\Q ))» Ado o
0
Date 10 February 2009






